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SECTION 15720 ‑ WATER TREATMENT

PART 1 ‑ GENERAL

1.01 RELATED DOCUMENTS:

A.
Drawings and general provisions of Contract, including General and Supplementary Conditions and Division 1 Specification sections, apply to work of this Section.

B.
Related Sections:  Refer to "Electrical Requirements for Mechanical Equipment" Section in Division 15 for basic electrical requirements for all mechanical equipment.  Special and specific electrical requirements are specified within each respective equipment specification Section.

1.02 SUMMARY:

A.
This Section specifies chilled water and heat exchanger water treatment..

1.03 SUBMITTALS:

A.
Product data shall include equipment descriptions, chemical descriptions, environmental protection agency acceptance documents, and electrical and piping schematics.

1.04 QUALITY ASSURANCE:

A.
Single source responsibility:  Comply with requirements of section "Basic Mechanical Requirements" under "Product Options".

B.
Systems and chemicals shall meet all local, state and federal and safety requirements.

PART 2 ‑ PRODUCTS:

2.01 CHILLED WATER TREATMENT:

A.
Provide chemicals, service and equipment supplied by a single water treatment company.  Chemical feed shall be manual.

B.
Provide supply of chemicals to eliminate scale and corrosion for the chilled water., and heat exchanger system.  Also provide a one year water management and service program from day of substantial completion.  The program shall consists of initial water analysis, start‑up assistance, training operating personnel and one day per month field service and consultation.  After each visit provide the owner with a complete service report.

C.
The following manufacturers only will be accepted:  Mitco, Mogul and Precision Laboratories, Inc.

PART 3 ‑ EXECUTION:

3.01 INSTALLATION:

A.
Install all valves, gauges and indicators in readable accessible locations.

B.
Provide one shot chemical feed across pumps.

3.02 COORDINATION:

A.
Coordinate installation and interface with piping installation.

3.03 ADJUSTING AND CLEANING:

A.
Prior to owner acceptance, make all final adjustments to chemical feed system and clean tanks, pumps, piping, indicators, etc. 

END OF SECTION 15720
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